


























































































Step 2: The panel hook is pre-hung to the 
             indoor unit flow guide ring, as shown.

Step 1:   Remove the front grille.

1.  Push both of the tabs towards the middle 
    simultaneously to unlock the hook on the 
    grille.

2.  Hold the grille at a 45° angle, lift it up slightly 
and detach it from the main body.

Step 3: Install the panel with four screws(M5), 
             as shown.














